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Usiag the Corps ')f Engineers' criteria for. initial review of spill-

way adequacy, it was found that the nonoverflow :.;,-. of the dam

woulri be overtopped by storms of more than fiften -; :ent of the

VCPobab 1 e MaxiMuim Flood (OWF). lBctre the spill.- ci tv ess than

50 percent of the PMF and failt-re of the dam wo s-. the hazard

to downstrecam re~,idents, the spillway capacity i C -7. idared to be

seriously inadequate and the dam is classiFed as unsafe/nonemergency.

Classifying a dam as unsafe because of a serious]y inadequate
spillway means that if a severe storm were to occur, overtopping and
failure of the dam could result, significantly increasing the loss of

property downstream of the dam.

The dam consists of a concrete overflow spiliway section flanked
by a nonoverflow concrete wall on the right abutment aud an earth em-
bankment on the left abutment. Recently, the downstream slope of the

earth embankment had been excavated to a depth of approximately 20 feet
from the crest of the earth embankment section for the purpose of
installing a hydroelectric generating facility. This faciit'' is

presently under construction. Constructed portions include a partially
complete concrete retaining wall along the downstream face of t: earth
embankment and a co :,'rete foundation for a waterwheel at the :a~' of the

retaining wall. Configuration and construction of the complete. Cacili-
ties are not cansis ered to be in conformance with generally ac,:spted
engineering practice. No reference was found to indicate that 4.ay

engineering analysis was conducted to size the structural ccmponents of
the facility under construction. Although the coapleted portions do not

show major signs of distress, continued stability of th-ase .zT ciesis

considered to be questionable. Therefore, the design and ccn.._-=ution of

the existing and proposed modifications to the dam sh,;uid be com-
pletely evaluated by a professional engineer. In asdirion, ..... tability
of the spillway section was found to be marginal, re-quirin-_67 ~.

invest ig>ation.
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* PREFACE

This report is prepared under guidance contained in the Recoimmended
Guidelines for Safety Inspection of Dams, for Phase I Investigations.
Copies of these guidelines may be obtained from the Office of Chief of
Engineers, Washington, D.C. 20314. The purpose of a Phase I Investiga-
tion is to identify expeditiously those dams which may pose hazards to
human life or property. The assessment of the general condition of the
dam is based upon available data and visual inspections. Detailed
investigation and analyses involving topographic mapping, subsurface
investigations, testing, and detailed computational evaluations are
beyond the scope of a Phase I Investigation; however, the investigation
is intended to identify any need for such studies.

In reviewing this report, it should be realized that the reported
condition of the dam is based on observations of field conditions at
the time of inspection along with data available to the inspection
team. In cases where the reservoir was lowered or drained prior to
inspection, such action, while improving the stability and safety
of the dam, removes the normal load on the structure and may obscure
certain conditions which might otherwise be detectable if inspected
under the normal operating environment of the structure.

It is important to note that the condition of a dam depends on
numerous and constantly changing internal and external conditions, and
is evolutionary in nature. It would be incorrect to assume that the
present condition of the dam will continue to represent the condition
of the dam at some point in the future. Only through frequent inspec-
tions can unsafe conditions be detected and only through continued care
and maintenance can these conditions be prevented or corrected.

Phase I inspections are not intended to provide detailed hydrologic
and hydraulic analyses. In accordance with the established Guidelines,
the spillway design flood is based on the estimated "Probable Maximum
Flood" for the region (greatest reasonably possible storm runoff), or
fractions thereof. Because of the magnitude and rarity of such a storm
event, a finding that a spillway will not pass the test flood should not
be interpreted as necessarily posing a highly inadequate condition. The
test flood provides a measure of relative spillway capacity and serves
as an aide in determining the need for more detailed hydrologic and
hydraulic studies, considering the size of the dam, its general condi-
tion and the downstream damage potential.
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DAM INSPECTION REPORT

9Name of Dam. Tyrone Power Company Dam
N.Y. 454

State Located: New York

County Located: Schuyler

Stream: Tobehanna Creek Ca tributary of
Lamoka Lake)

Date of Inspection: June 25, 1981 and July 15, 1981

Evaluation of the existing conditions did not reveal any conditions
which constitute an immediate hazard to human life or property. How-
ever, the dam was found to have some serious deficiencies which require
further evaluation and implementation of remedial measures.

Using the Corps of Engineers' criteria for initial review of spill-
way adequacy, it was found that the nonoverf low sections of the dam
would be overtopped by storms of more than fifteen percent of the
Probable Maximum Flood (PMF). Because the spillway capacity is less than
50 percent of the PM1F and failure of the dam would increase the hazard
to downstream residents, the spillway capacity is considered to be
seriously inadequate and the dam is classified as unsafe/nonemergency.

Classifying a dam as unsafe because of a seriously inadequate
spillway means that if a severe storm were to occur, overtopping and
failure of the dam could result, significantly increasing the loss of
property downstream of the dam.

The dam consists of a concrete overflow spillway section flanked
by a nonoverflow concrete wall on the right abutment and an earth em-
bankment on the left abutment. Recently, the downstream slope of the
earth embankment had been excavated to a depth of approximately 20 feet
from the crest of the earth embankment section for the purpose of
installing a hydroelectric generating facility. This facility is
presently under construction. Constructed portions include a partially
complete concrete retaining wall along the downstream face of the 'earth
embankment and a concrete foundation for a waterwheel at the base of the
retaining wall. Configuration and construction of the completed facili-
ties are not considered to be in conformance with generally accepted
engineering practice. No reference was found to indicate that any
engineering analysis was conducted to size the structural components of
the facility under construction. Although the completed portions do not



Assessment - Tyrone Power Company Dam

show major signs of distress, continued stability of these facilities is
considered to be questionable. Therefore, the design and construction of
the existing and proposed modifications to the dam should be more com-
pletely evaluated by a professional engineer. In addition, the stability
of the spillway section was found to be marginal, requiring further
invest igat ion.,

It is recommended that a further investigation should be undertaken
by a professional engineer to more accurately determine the spillway
capacity and the nature and extent of improvements required to provide
adequate spillway capacity. It is also recommended that the structural
integrity and adequacy of the facilities under construction should be
evaluated by a professional engineer and necessary corrective measures
undertaken. In conjunction with this work, stability of the overflow
and nonoverflow sections should be investigated.

It is recommended that further investigations listed above should
commence within three months of the date of notification to the owner.
Measures deemed necessary as a result of these investigations should be
completed within 18 months of the date of notification. Other recommen-
dations listed below should be implemented within 12 months from issuance
of this report.

1. Low areas at the junction of the dam and right abutment
should be filled.

2. Necessary steps should be taken to correct seepage
through the left abutment earth embankment section
and seepage under the concrete spillway sections.

3. An emergency action plan should be developed including
a formal warning system to alert the downstream
residents in the event of emergencies.

4. The dam and appurtenant structures should be inspected
regularly and necessary maintenance should be performed.

iv
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PHASE I INSPECTION REPORT
NATIONAL DAM SAFETY PROGRAM

TYRONE POWER COMPANY DAM
N.Y. 454

DEC I.D. NO. 54-1596
CHEMUNG RIVER BASIN

SCHUYLER COUNTY, NEW YORK

SECTION 1: PROJECT INFORMATION

1.1 GENERAL

a. Authority
The Phase I Inspection reported herein was authorized by the
Department of the Army, New York District, Corps of Engineers,
to fulfill the requirements of the National Dam Inspection Act,
Public Law 92-367.

b. Purpose of Inspection
The inspection was to evaluate the existing conditions of the
subject dam to identify deficiencies and hazardous conditions,
determine if they constitute hazards to life and property, and
recommend remedial measures where necessary.

1.2 DESCRIPTION OF PROJECT

a. Dam and Appurtenances
The Tyrone Power Company Dam consists of a concrete overflow spill-
way section flanked by a 30-foot-long nonoverflow concrete gravity
section on the right abutment (looking downstream) and a 60-foot-
long earth embankment on the left abutment. The height of the dam
measured from the top of the concrete nonoverflow section to the
downstream stream bed is approximately 20 feet.

The main spillway section consists of a 28-foot-wide, approximately
3-foot-deep concrete overflow section which discharges onto a
9-foot-wide concrete apron, which in turn discharges into the stream
bed. A 6-foot-wide, 3-foot-deep overflow section located within the
28-foot-wide overflow section is normally equipped with flashboards.
The configurations of the spillway facilities are illustrated in the
field sketches included in Appendix D.

The low level outlet facility for the dam consists of a 27-inch-
diameter steel pipe through the right abutment structure. Flow
through this pipe is apparently controlled by a sluice gate at the
upstream end. The sluice gate is reported to be nonfunctional.
Another outlet facility for the dam is a 20-inch-diameter steel
pipe located through the earth embankment section. The pipe

is intended to supply a small hydroelectric facility which isI
1



currently under construction. For the construction of this hydro-
electric facility, which includes a waterwheel and a proposed
powerhouse, the downstream slope of the earth embankment section
has been excavated from the downstream side of the embankment
crest vertically down to the toe level of the dam. Structures
under construction include a concrete retaining wall buttressed by
the foundation of the waterwheel.

b. Location
The dam is located approximately 100 feet downstream from the
State Route 226 bridge over Tobehanna Creek, approximately one
mile upstream from the mouth of the creek at Lamoka Lake in Tyrone
Township, Schuyler County, New York. Plate 1 illustrates the
location of the dam.

c. Size Classification
The dam is classified as a small dam based on its 20-foot height
and estimated maximum storage capacity of about 700 acre-feet.

d. Hazard Classification
The dam is classified to be in the high hazard category. A camp-
ground is located approximately one mile downstream from the dam
which includes about 5 to 10 camp trailers situated adjacent to
Tobehanna Creek. The floor levels of the trailers are in the range
of four to six feet from the adjacent stream bed. In addition, two
houses which are estimated to be within eight to ten feet in ele-
vation from the adjacent stream bed are also considered to be within
the potential floodplain of Tobehanna Creek in the event of a dam
failure. Based on visual observations, it is estimated that
failure of the dam would cause loss of more than a few lives and
appreciable property damage in the campground area.

e. Ownership
Mr. Alfred D. Huey, R.D. 1, Box 98, Watkins Glen, New York 14891,
607-292-6608.

f. Purpose of Dam
The dam was constructed for the purpose of impounding a recreational
lake.

g. Design and Construction History
The dam was designed and constructed by the owner under a State
Construction Permit dated May 5, 1952. The construction of the
dam was completed in about 1953.

h. Normal Operating Procedure
The reservoir is normally maintained at the crest level of the
28-foot-wide spillway. The 6-foot-wide overflow section at the
base of the 28-foot-wide spillway is normally equipped with
flashboards.

2



1.3 PERTINENT DATA

Elevations referred to in this and subsequent sections of the
report were obtained from field measurements assuming the normal pool
level (crest of the 28-foot-wide spillway) to be at Elevation 1185
(USGS Datum) which is interpolated from the USGS 7.5-minute Wayne
quadrangle.

a. Drainage Area (sq. mi.) 11.8

b. Discharge at Dam (cfs)
Principal spillway at top of dam(l) 430

c. Elevation (USGS Datum) (feet)
Top of dam (right abutment nonoverflow) 1190.0
Top of dam (earth embankment) 1192.0±_
Top of dam (low area on right abutment) 1188±
Auxiliary spillway crest N/A
Principal spillway crest 1185.0
Reservoir drain, exit invert elevation 1175.0.

d. Reservoir (acres)
Surface area at top of dam 194.
Surface area at principal spillway crest 117

F e. Storage Capacity (acre-feet)
Top of dam 700
Principal spillway crest 340

f. Dam
Type Concrete gravity/

earth embankment
Length 100± feet
Height 20 feet
Top width 15 feet
Side slopes Downstream: Vertical

Upstream: Vertical
Zoning Unknown
Impervious core Unknown
Cutoff Unknown
Grout curtain Unknown

g. Primary Spillway
Type Concrete overflow
Length 28 feet (weir length)
Crest elevation 1185.0

M1 Capacity based on the head available relative to top of ground (low
area) at the right abutment junction.

3



h. Regulating Outlet (right abutment)

Type 27-inch steel pipe

Length 20± feet

Access Downstream end

Regulating facilities Apparently a sluice
gate (reported
nonfunctional)

i. Regulating Outlet (left abutment)
Type 20-inch steel pipe

Length .20_. feet

Access Downstream end

Regulating Facility Upstream sluice gate

4
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SECTION 2: ENGINEERING DATA

2.1 DATA AVAILABLE

Available information was obtained from New York State Department
of Environmental Conservation, Dam Safety Division files. The
available information includes the original State Construction
Permit, a State Construction Permit dated September 8, 1980 for the
current modifications of the dam, limited design calculations
associated with the original design, and a design sketch showing
plans for the current modifications.

2.2 GEOLOGY

The Tyronie Power Company Dam is located in the glaciated Allegheny
Plateau section of the Appalachian Plateau Province. This region
is characterized as a maturely dissected plateau with the topo-
graphic features modified by continental glaciation. The modifica-
tion consists of rounding off of the high areas and deposition of
glacial till in the valleys.

The darn site is located south of the axis of a northeast trending
anticline (trending approximately north 70 degrees east). The
folding is gentle with a maximum dip of the limbs of one to two
degrees. The dip of the strata is affected locally by the folding;
however, regionally, the rock strata dip south to southwest at ap-
proximately 100 to 150 feet per mile. The most prominent fracture
orientations in the region have a strike of north 10 degrees west
to 10 degrees east with a vertical dip. A secondary fracture trace
strike north 70 degrees west to east-vest and is vertical, while a
less prominent fracture strikes north 60 degrees east.

The rock strata in the area consist of unconsolidated Pleistocene
glacial till (Wisconsin Drift) underlain by strata of the Sonyea
Group (Upper Devonian Age). The glacial till consists of a mixture
of clay and silt with varying quantities of gravel. The glacial
till is relatively thin on hilltops and slopes and thicker in the
valleys. The bedrock consists of a thick sequence of interbedded
gray calcareous shale, gray and greenish-gray siltstone and silty
shale, brown, gray, and dark gray shale, and black fissile shale.
The tops of the surrounding hills consist of dark gray to black
shale and siltstone.

The abutment slopes are relatively gentle and not susceptible to
landslide slope movement.

2.3 SUBSURFACE INVESTIGATION

No reference was found to indicate that a subsurface investigation
was conducted prior to construction.

5



2.4 EMBANKMENT AND APPURTENANT STRUCTURES

As noted before, no design and construction drawings are available
for the dam. Sketches in Plate 3 illustrate the plan view, eleva-
tion, and typical cross section of the spillway based on approximate
field measurements. The dam consists of a central gravity spillway
section flanked by a gravity section on the right and an earth
embankment on the left. Field observations along the downstream
base of the gravity sections suggest that the gravity sections were
not keyed into the foundation rock.

2.5 CONSTRUCTION RECORDS

No construction records are available. No reference was found to
indicate the manner in which the dam was constructed. Because no
design information is available, it could not be determined whether
or not the existing structure is in conformance with original design.

2.6 OPERATING RECORDS

No operating records are maintained.

2.7 EVALUATION OF DATA

The available design and construction information is very limited
and is not considered to be adequate to assess the adequacy of the
design of the dam.

6



SECTION 3: VISUAL INSPECTION

3.1 FINDINGS

a. Gener al
Visual inspections of the dam were conducted on June 25 and July
15, 1981. On both dates, the pool level was approximately at the
crest level of the 28-foot-wide spillway section.

b. Dam
Plate 3 illustrates the field observations. As previously noted,
the darn consists of a concrete overflow section flanked by a non-
overflow concrete wall on the right abutment and an earth embankment
on the left abutment. Recently, the downstream slope of the earth
embankment has been excavated to a depth of approximately 20 feet
from the crest of the earth embankment section. A concrete retaining
wall has been constructed across a portion of the excavated face to
retain the earth embankment.

The most significant condition noted was the apparent structural
inadequacy of the new retaining wall on the downstream side of the
earth embankment. A large structural crack was observed at the top
of the new retaining wall. Because the downstream face of the wall
has recently been plastered, the vertical extent of this crack could
not be determined. Scrap metal pieces were found to be protruding
from the concrete wall sections, raising concern as to whether such
material has been used as reinforcement for the concrete. In
general, the new construction is not considered to be in conformance
with generally accepted civil engineering practice. Some structural
cracking was observed in the old concrete section, raising concern
that the current construction is distressing the old concrete
sections.

Other observations include numerous seepages through the spillway
and earth embankment sections and structural cracking in the old and
new concrete sections. Discharge from the seepages was estimated to
be in the range of 10 to 20 gallons per minute. As shown on Plate 3,
a low area exists at the junction of the dam and the right abutment.
The top of ground in this low area is estimated to be about 3 feet
above the crest of the 28-foot-wide spillway.

c. Spillway
The spillway is a concrete gravity section and, in general, was
found to be in satisfactory condition. Based on visual observations,
it appears that the concrete was not keyed into the foundation
rock along the downstream toe of the spillway section. A 6-foot-
wide, 3-foot-deep overflow section located along the bank of the
28-foot-wide overflow section is normally equipped with flashboards.
This section would function as a primary spillway if flashboards
were to be removed.

* 7



d. Reservoir Drain
This 6-foot-wide, 3-foot-deep section within the 28-foot-wide
spillway is normally equipped with flashboards. Therefore, the lake
can be lowered by three feet by removing the flashboards. Other
drain facilities include a 27-inch steel pipe located through the
right abument and a 20-inch steel pipe through the earth embankment
section. Flow through these pipes is controlled by sluice gates
located at the upstream face. It is reported that while the sluice
gate of the 27-inch pipe is nonfunctional, the sluice gate of the
20-inch pipe is functional. However, operation was not observed.

e. Downstream Channel
The stream immediately below the dam is littered with construction
debris. However, it is not considered to significantly reduce the
discharge capacity of the channel. Further description of the
downstream conditions is included in Section 1.2 d.

f. Reservoir
There are no visible signs of instability or sedimentation at the
immediate vicinity of the dam within the reservoir.

3.2 EVALUATION

The structure of the dam was found to be in poor condition. Concerns
exist as to the structural adequacy of the retaining wall and other
facilities under construction.

The following conditions were observed:

I. The vertical cut into the left abutment for the powerhouse
construction is unprotected. The cut should be shored to
prevent a sliding failure which could threaten the overall
stability of the earth section of the dam.

2. The design and construction of the retaining wall
currently under construction is not considered to be
in conformance with generally accepted civil engineer-
ing practice. This structure should be reevaluated
by a professional engineer and necessary modifications
should be performed.

3. Structural cracking was observed in the old concrete
sections. The need for remedial work should be investi-
gated in conjunction with reevaluation of the dam.

4. Seepage conditions exist at numerous locations in the
dam. The need for implementing measures to control
seepage should be evaluated.

5. The low area at the right abutment embankment junction
should be filled.

6. The reservoir drain facilities should be restored to
provide adequate operation.

8
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SECTION 4: OPERATION AND MAINTENANCE PROCEDURES

4.1 PROCEDURES

The reservoir is normally maintained at the crest level of the
28-foot-wide spillway with excess inflow discharging over the
spillway. The dam has no formal operating procedure.

4.2 MAINTENANCE OF THE DAM

The dam is maintained by the owner. Portions of the damn are under
construction. The low level outlet facility, located on the right
side of the spillway, is reported to be nonfunctional.

4.3 WARNING SYSTEM IN EFFECT

There is no formal warning system in effect. The owner's residence
is located in the immediate vicinity of the dam.

4.4 EVALUATION

The dam and appurtenant structures have not been adequately main-
tained. The main low level outlet facility for the dam should be
repaired to permit drawdown of the lake in the event of an emergency.
Also, a formal warning plan should be developed to alert the down-
stream residents in the event of an emergency.

19



SECTION 5: HYDRAULIC/HYDROLOGY

5.1 DRAINAGE AREA CHARACTERISTICS

The Tyrone Power Company Dam has a drainage area of 11.8 square
miles. The drainage area is comprised of woodlands and pasture-
lands with gentle to moderate relief.

5.2 ANALYSIS CRITERIA

As previously stated, the Tyrone Power Company Dam is classified
as a small dam in the high hazard category. Under the recommended
criteria for evaluating emergency spillway discharge capacities, such
impoundments are required to pass one-half to full PMF.

The PMF inflow hydrograph for the reservoir was determined using
the Dam Safety Version of the HEC-l computer program developed by
the Hydrologic Engineering Center of the U.S. Army Corps of Engi-
neers. The data used for the computer input are presented in
Appendix D.

5.3 SPILLWAY CAPACITY

The elevation of the spillway section of the dam is illustrated in
Plate 3. The three-foot-deep, six-foot-wide overflow section at
the base of the 28-foot-wide spillway is normally equipped with
flashboards. The discharge capacity of the 28-foot overflow section,
based on the head available relative to the top of ground at the
right abutment dam junction (lowest elevation along dam crest
El. 11881_), is estimated to be 430 cfs.

5.4 RESERVOIR CAPACITY

The storage capacity is estimated to be 340 acre-feet at normal
pool level and approximately 700 acre-feet at the top of the
dam.

5.5 FLOODS OF RECORD

No records are available.

5.6 OVERTOPPING POTENTIAL

The PMF inflow hydrograph was determined according to the recommended
procedure and was found to have a peak flow of about 16,805 cfs. The
peak flow for 50 percent of the PMF was found to be 8402 cfs. Various
percentages of the PMF inflow hydrograph were routed through the
reservoir and it was found that the dam can pass approximately fiv
percent of the PMF without overtopping the low area on the right
abutment. The dam would pass approximately 15 percent of the PMF
without overtopping the nonoverflow sections. For 50 percent of the
PMF, the earth embankment section would be overtopped for approximately

10
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30 hours, with a maximumdepth of about 3 feet. For full PMF, the
overtopping duration and depth would be 40 hours and 6.5 feet.

5.7 EVALUATION

The spillway was found to pass approximately 15 percent of the
PMF without overtopping the crest of the earth embankment, and
5 percent of the PMF without overtopping the low area at the right
abutment embankment junction. Because the spillway capacity is less
than 50 percent of the PMF and it is estimated that failure of the
dam due to overtopping would significantly increase the hazard to
downstream residents, the spillway is considered to be seriously
inadequate.
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SECTION 6: STRUCTURAL STABILITY

6.1 EVALUATION OF STRUCTURAL STABILITY

a. Visual Observations
As discussed in Section 3, concerns exist as to the structural
adequacy of the retaining wall supporting the downstream face of
the earth embankment in providing continued support for the earth
embankment. No reference was found regarding any design calculations
that would indicate the retaining wall under construction was
designed to resist the earth pressure that will be imposed by the
embankment. In general, the configuration and construction of the
retaining wall and associated structures are not considered to be in
conformance with generally accepted engineering practice. A detailed
reevaluation of the structural adequacy of the work under construc-
tion by a professional engineer is recommended.

b. Design and Construction Data
No design drawings are available for the dam. Stability analysis
included in the available information was reviewed. However, the
cross section which was analyzed was not in conformance with
the as-built configuration of the dam, and the stability analysis
is not considered to be valid for the existing structure.

c. Stability Analysis
A preliminary stability analysis of the gravity spillway section was
conducted under normal pool and 50 percent of the P!MF and is
included in Appendix G. The results indicate that the section has
adequate factors of safety against overturning and sliding for
normal pool loading conditions with full uplift and no tailwater.
However, for normal pool and ice loading conditions and under
50 percent PNF loading conditions, the resultant of the forces is
outside the middle one-third of the base of the section, indicating
inadequate resistance to overturning under these conditions. The
following table summarizes the results of the preliminary stability
analysis.

Loading Location of Sliding Factor
Condition Resultant from Toe of Safety

Normal Pool 4.7 feet 2.9
Normal Pool
+ Ice Load 1.1 feet Less than I

50 percent PNLF Outside of base Less than 1

Location of the middle one-third of the base is 4.2 to 8.3 feet from
the downstream toe.

The above preliminary analysis indicates that the overflow section
of the dam does not have an adequate factor of safety against

4 12



overturning and sliding other than normal pool loading conditions.
Therefore, a detailed analysis should be conducted to determine the
nature and extent of measures required to provide an adequately
stable structure. In conjunction with this analysis, stability of
the nonoverflow sections (right abutment) should also be investigated.

d. Postconstruction Changes
As previously noted, the dam is being modified to install a small
hydroelectric generating facility.

e. Seismic Stability
The dam is located at the border of Seismic Zones I and 2. Because
the static stability of the dam is questionable, the seismic
stability is also considered to be questionable. Seismic stability
of the structure should be evaluated in conjunction with a detailed
evaluation of the dam.

13
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SECTION 7: ASSESSHENT/RECOMNENDATIONS

7.1 ASSESSMENT

a. Safety
In view of the seriously inadequate spillway capacity, the condi-
tion of the Tyrone Power Company Dam is considered to be unsafe!
nonemergenc y.

The spillway capacity was evaluated according to the recommended
procedure and was found to pass approximately 15 percent of the PMF
without overtopping the dam, and 5 percent of the PMF without
overtopping the low area on the right abutment embankment junction.
Because the dam cannot pass one-half of the PMF without overtopping
and it is estimated that a dam failure would significantly increase
the loss of life and damage potential downstream from the dam, the
spillway is classified to be seriously inadequate.

The ongoing construction was not found to be in conformance with
generally accepted civil engineering practice. Concerns exist as
to the continued stability of the retaining wall and other construc-
tion along the downstream side of the earth embankment. Evaluation
of the structural adequacy of the current modifications of the dam
by a professional engineer is recommended. The stability of the
spillway section was found to be marginal, requiring further
investigation.

Several seepage points were observed throughout the embankment and
below the spillway structures. The need for implementing measures
to control the seepage should be evaluated.

b. Adequacy of Information
Available information, in conjunction with visual observations, is
considered to be sufficient to make a Phase I evaluation.

c. Need for Additional Investigations
Since the spillway is assessed to be seriously inadequate, additional
hydrologic/hydraulic investigations are required to more accurately
determine the characteristics of the watershed and the nature and
extent of improvements required to provide adequate spillway
capacity.

Investigation of the structural adequacy of the ongoing modifications
and the seepage conditions is also required.

d. Urgency
The additional hydrologic and hydraulic investigations and evaluation
of the structural adequacy of the recent modification to the dam
should commence within three months of the date of notification to the
owner.
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Measures .eemed necessary as a result of these investigations
should be completed within 18 months of the date of notification.
Other recoimmendations should be implemented within 12 months of the
date of notification.

7.2 RECOMMENDATIONS

1. A further investigation should be undertaken by a
professional engineer to more accurately determine
the spillway capacity and the nature and extent of
improvements required to provide adequate spillway
capacity.

2. The structural integrity and adequacy of the facili-
ties under construction should be evaluated by a
professional engineer and necessary corrective
measures undertaken. In conjunction with this work,
stability of the overflow and nonoverflow sections
should be investigated.

3. Low areas at the junction of the dam and right abutment
should be filled.

4. Necessary steps should be taken to correct seepage
through the left abutment earth embankment section
and seepage under the concrete spillway sections.

5. An emergency action plan should be developed including
a formal warning system to alert the downstream
residents in the event of emergencies.

6. The dam and appurtenant structures should be inspected
regularly and necessary maintenance should be performed.
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PHOTOGRAPH NO. 
Spillway

PHOTOGRAPH NO. 2
Spillway (looking downstream)



PHOTOGRAPH NO. 3

Waterwheel Under Construction

PHOTOGRAPH NO. 4
Seepage Through Base of Waterwheel

(note lack of foundation)



PHOTOGRAPH NO. 5
Voids Under Gravity Spillway Section

PHOTOGRAPH NO. 6

Campgrounds (approximately 0.5 mile downstream)
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APPENDIX B
VISUAL INSPECTION CHECKLIST

1) Basic Data

a. General

Name of Dam Tyrone Power Company Dam

Fed. I.D. # N.Y. 454 DEC Dam No. 54-1596

River Basin Chemung River Basin

Location: Town Tyrone County Schuyler

Stream Name Tobehanna Creek

Tributary of Lamoka Lake

Latitude (N) 420 24.7' Longitude (W) 770 03.2'

Type of Dam Concrete gravity

Hazard Category High hazard

Date(s) of Inspection June 25, 1981 and July 15, 1981

Weather Conditions Sunny, Temp. 60 degrees

Reservoir Level at Time of Inspection El. 1278.0

b. Inspection Personnel Lawrence Andersen, P.E.; James Poellot,

P.E.; Bilgin Erel, P.E.; and Michael Bort

c. Persons Contacted (Including Address & Phone No.)

Mr. Alfred D. Huey, R.D. #1, Box 98, Watkins Glen, New York

14891, (607) 292-6608
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d. History:

Date Constructed 1953 Date(s) Reconstructed. 1981

Designer Mr. Alfred Huey

Constructed by Mr. Alfred Huey

Owner Mr. Alfred Huey

2) Embankment

a. Characteristics

(1) Embankment Material Concrete/eartcv

(2) Cutoff Type Unknown

(3) Impervious Core Unknown

(4) Internal Drainage System Unknown

(5) Miscellaneous -

b. Crest

(1) Vertical Alignment Good

(2) Horizontal Alignment Good

(3) Surface Cracks N/A

(4) Miscellaneous -

c. Upstream Slope

(1) Slope (Estimate) vertical (concrete and masonry block

wall).

(2) Undesirable Growth or Debris, Animal Burrows N/A

(3) Sloughing, Subsidence or Depressions N/A
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(4) Slope Protection N/A

(5) Surface Cracks or Movement at Toe Not visible.

d. Downstream Slope

(1) Slope (Estimate) vertical (concrete vail and vertical

cut).

(2) Undesirable Growth or Debris, Animal Burrows N/A

(3) Sloughing, Subsidence or Depressions The-downstream

slope has been excavated. A partial concrete retaining

wall is supporting the earth embankment.

(4) Surface Cracks or Movement at Toe None visible.

(5) Seepage A 5 to 10 gallon per minute seepage at the

right spillway apron toe (see Plate 3 for location).

(6) External Drainage System (Ditches, Trenches, Blanket)

None

(7) Condition Around Outlet Structure Good

(8) Seepage Beyond Toe A 10 to 20 gallon per minute seepage

in the area of the waterwheel foundation (see Plate 3).

e. Abutments - Embankment Contact

A vertical cut exists on the downstream side of the dam

near the left abutment.
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(1) Erosion at Contact Vertical cut is susceptible to

rapid erosion.

(2) Seepage Along Contact Wet, no measurable seepage.

3) Drainage System

a. Description of System None

b. Condition of System

c. Discharge from Drainage System

4) Instrumentation (Monumentation/Surveys, Observation Wells, Weirs,
Piezometers, etc.)

None
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5) Reservoir

a. Slopes Gentle slopes, no problems observed.

b. Sedimentation None observed.

c. Unusual Conditions Which Affect Dam None

6) Area Downstream of Dam

a. Downstream Hazard (No. of Homes, Highways, etc.) Two houses

and a campground, including 5 to 10 trailers located approxi-

mately one mile downscream, are considered to be within the

potential floodplain of Tobehanna Creek.

b. Seepage, Unusual Growth None

c. Evidence of Movement Beyond Toe of Dam None

d. Condition of Downstream Channel No problem in the vicinity

of the dam.

7) Spillway(s) (Including Discharge Conveyance Channel)

a. General Service Spillway: Concrete overflow section.

Auxiliary Spillway: There is no formal emergency

spillway.

b. Condition of Service Spillway Generally satisfactory.

Some concrete deterioration.

PAGE B5 OF 9



c. Condition of Auxiliary Spillway N/A

d. Condition of Discharge Conveyance Channel Spillway channel

littered with construction debris. However, not to an

extent to restrict flow.

8) Reservoir Drain/Outlet

Type: Pipe X Conduit Other

Material: Concrete Metal X Other

20-inch-diameter

Size: and 27-inch-diameter Length Unknown

Invert Elevations: Entrance Unknown Exit Unknown

Physical Condition (Describe): Only the downstream end of

the pipes are visible.

Material: Steel

Joints: -- Alignment

Structural Integrity: Unknown

Hydraulic Capability: Unknown

Means of Control: Gate X Valve Uncontrolled

Operation: Operable X Inoperable X Other

Present Condition (Describe): The sluice gate for the

27-inch-diameter pipe is reported inoperable; the 20-inch-

diameter pipe is reported operable (operation not observed).
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9) Structural

a. Concrete Surfaces Generally in good condition.

b. Structural Cracking Cracks in concrete walls ranging in size

from one-eighth to one inch (see Plate 3).

c. Movement - Horizontal & Vertical Alignment (Settlement)

None visible.

d. Junctions with Abutments or Embankments The downstream slope

of the left earth embankment has been excavated to a depth

of 20 feet to install a hydroelectric generating facility.

e. Drains - Foundation, Joint, Face Unobservable

f. Water Passages, Conduits, Sluices None

g. Seepage or Leakage Seepage under the dam at several

locations (see Plate 3).
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h. Joints - Construction, etc. None

i. Foundation Unobservable

j. Abutments The left abutment has a partially complete concrete

retaining wall which is not considered to be in conformance

with generally accepted civil engineering practices.

k. Control Gates None

i. Approach & Outlet Channels Good

m. Energy Dissipators (Plunge Pool, etc.) N/A

n. Intake Structures N/A

o. Stability Unknown

p. Miscellaneous -- ~
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10) Appurtenant Structures (Power House, Lock, Gatehouse, Other)

a. Description and Condition Waterwheel for a small

hydroelectric generating facility is under construction.

P
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APPENDIX C

ENGINEERING DATA CHECKLIST
NAME OF DAM: TYRONE POWER COMPANY DAM

AREA-CAPACITY DATA:

Elevation Surface Area Storage Capacity

(feet) ( (acre-feet)

1) Top of Dam 1187.8 194.01 700.0. t

2) Design High Water
(Max. Design Pool) N/A NIA N/A

3) Pool Level with
Flashboards 1185.0 117.0 340.0

4) Service Spillway
Crest 1185.0 117.0 340.0

5) Crest of Orifice
(Normal Pool) N/A N/A N/A

DISCHARGES

Discharge
(cfs)

1) Average Daily 251

2) Principal Spillway with Flashboards (Top of Dam) 430

3) Auxiliary Spillway N/A

4) Total of All Facilities at Maximum High Water 430

5) Maximum Known Flood Unknown

6) At Time of Inspection 2,1
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Hydrometerological Gages:

Type: None

Location: N/A

Records:

Date - N/A

Max. Reading - N/A

FLOODWATER CONTROL SYSTEM:

Warning System: None

Method of Controlled Releases (Mechanisms):

None
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DRAINAGE AREA: 11.8 square miles (planimetered from USGS

topographic map).

DRAINAGE BASIN RUNOFF CHARACTERISTICS:

Land Use - Type: Wood, farm and marshlands.

Terrain - Relief: Moderate slope.

Surface - Soil: Glacial till (low permeability).

Runoff Potential (existing or planned extensive alterations to
existing surface or subsurface conditions)

High runoff potential due to moderate slope and low

infiltration rate,

Potential Sedimentation Problem Areas (natural or man-made;
present or future)

None observed.

Potential Backwater Problem Areas for Levels at Maximum Storage

Capacity Including Surcharge Storage:

None observed.

Dikes - Floodwalls (overflow and nonoverflow) - Low Reaches Along

the Reservoir Perimeter:

Location: None

Elevation:

Reservoir:

Length at Maximum Pool: .13,200 feet

Length of Shoreline at Spillway Crest: 17,000.t
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HYDROLOGY AND HYDRAULIC ANALYSIS
DATA BASE

NAM OF DAN: Tyrone Power Comoant Dnm (NY DEC 54-1596)

PROBABLE MAXIMUM PRECIPITATION (Pip) - 22.0 INCHES/24 HOURSM
l )

STATION 2 3 4 5

Syrone Power Tyrone Power

Station Description o Dam Company Dam

Drainage Area (square miles) 11.8 --

Cumulative Drainage Area 11.8 11.8
(square miles)

Adjustment of PHl for

Drainage Area (M)

6 Hours 116

J2 Hours 126 --

24 Hours 141 --

48 Hours 151 --

72 Hours --

Snyder Hydrograph Parameters

p t 2)0.60/2.18

L (miles)(
3
) 6.31

Lca (miles)(
3
) 2.8

tp = Ct(L.L ca)0.3 (hours) 5.16 -

Spillway Data

Crest Length (ft) -- 28.0

Freeboard (ft) 2.8

Discharge Coefficient -- 3.2

Exponent L 1.5

(l)Hydrometsorolosical Report 33 (Figure 1). U.S. Army, Corps of Engineers, 1956.
(2)Snydar's Coefficients.

(3) L - Length of longest water course from outlet to basin divide.
Lca - Length of water course from outlet to point opposite the centroid of drainage area.

PAGE DI OF 4



-~6-4

2p , 00 w

lc w

cc2 a 0 l>

(,2 Q6 CF

0 0 4

CL0 km 0
44- 0

0. o *dc W. 0 0 00W.
020 N 4 -t 4

0"1 0 > 1

0 00 0 A
2. - 4 N

3. FA em

(A H

0.5 0 k^ Q N400ChNe ac

I..

at V. 0
0 240 dl'%

1000C 0. wo ~ a

660 00 40J

dei 0h4
4)0 1&.

3--4

a"" l -v 0 0 4 0AU-d'

.34t of:00Z
0a..-0~~~A 40.&1. PA 0~0

* G 0 . 4 4



C= Z9 -

Ixc

T ~

0 . Z J

- CC N.
9- dC U.

, @-C ~ ..

0 -4

Q3 0

L0 U 0 NO
W WU ~fJ

61( - n

-9-4N

49 ti 0 ' '4 1
-9u - 6 Jj0

.4C U 6

.jCP IW-' .

E. -

it0
dig(J Z.-
W ~U

- d9 ~ 9

~) 6 ~ at



-ID

.U.~

=

m~ >4

AA

4~- WN. .

00 ~ O j3 .4u

4_ 'T -4 a -r

cc.3

04 j 0 r% 0 Nw%
a AA-4F .

_j P. ta(%T ma
610 OO~rJ~4'

a -~~~ag

9LL.~ * G O



APPENDIX E

PLATES



0I z

U>

a..

00

0HTRE E 198 SCL 1. 24,000

S 7. I - AYE YQARNL

DAT E! IS93 I,7SCAL AL I.2 24000 00

It 1293 HCRCULIENE A116S MITM CO rG. IPA LT1530.1079



VERMONT

_4 0 n~

"~1~RocEt-sER SI'RACUSE

N 0 F?

e .. SC uyler ConyBIPNGHAMTON

E N uN YL V4Nl CON N

( / KEY PLAN

APPROXIMATE .

WAJTERSHED' AREA

k F 1

l~'law'

p.4

X Al D2D(.. ).,L

0 400 800 1 1000FEE



0

S01 4 VE - , . __ ___.

EAST WJJ WALL \

10..

-tA 1 .s

o L

-A_ -I

/ T

v: ,- , 7*1. -, I t

7 
. -

~.

I s 12 HIZS RCULIN I ARS SMITH CO POM PD. LTIS3O0, O9

-1 7:5-



AAn~

jFW7

VN /A:L LY _AKE PPR JC

PVN HJEYLE
70. t4 -) AL FORMo.

P LATE 2



04W REA TO 70bE_) GROJINT
2 FT BEL OW -,OR 0Q NON

a, OVER FLOW SEC71ON'S
0

ocr PRIMARY SPILLWAY

SLUICE GATE

GFAVITY NON 1 _6_L 0
OVER FLOW 1

SECTION
1 0 'OUTLET

I PIPE

7 APRON

II ROCK <

:0 .

27 0 OUTNEW RETAINIGWALL WEE

TOP OF EAT FILL

-PRIMARYSPILLA

-- 12'--2'

OUTLET PIPE /k

A = L~FL/ASH BOARDS

GA'PS BETWEEN CONCRETE
AN D FOUrDA'TION ROCK ELEVATION RETA WALFUNAIN

UNDER EXCAVATED

PLATE 3

NOTE TYRONE POWER COMPANY DAM
_______GENERAL 

PLAN

POLEEATDATE OF FIELD INSPECTION INOTES
INPOLIO LEVE AT PRMR rcLD INSPECTION DATE JUNE 25,1981

SPILLWAY CREST.

It 1253 MERCULENE A&@ SMITH. CO PGH PA LTI-3O,1079



APPENDIX F

*GEOLOGY MAP

i"I



V

Tyrone Pwer Coat yDa

0

Punch Bowl a

Netw-HfmnWaese rjc
teU4l~l ne eadig D m S t -.

NewewtownHoffman Watershed Projec
FlFoodwater Retarding Dam Site-I

SCALE

0 bme GEOLOGY MAP

REFERENCE
GEOLOGIC MAP OF NEW YORK, FINGER LAKES SH4EET
DATED 1970, SCALE I 250,000

120 SUB MSCUULIll A&O SITH CO POSS VA L?t§9O.SOI



LEGEND

0 CANADAWAY GROUP
800-1200 It. (240-370 m.)

OOc. Machias Formation-shale, siltstone; Rushford Sand.
stone. Caneadea, Canisteo, and Hume Shales: Can-
aseraga Sandstone: South Wales and Dunkirk Shales;
In Pennsylvania- Towanda Formation-shale, sand-

a2 stone.

JAVA GROUP
300-700 ft. (90-210 m.)

D; Wiscoy Formation-sandstone, shale: Hanover and
Pioe Creek Shales.

WEST FALLS GROUP
1100-1600 ft. (340-490 m.)

/ Owr Nunda Formation-sandstone, shale
mDw West Hill and Gardeau Formations-shale, siltstone;

D Roricks Glen Shale: upper Beers Hill Shale; GrimesSiltstone.
Owr lower Beers Hill Shale; Dunn Hill, Millport, and

Moreland Shales
U 4  Ow Nunda Formation-sandstone, shale; West Hill

Formation-shale, siltstone Corning Shale.
-< ' m "New Milford" Formation-sandstone, shale.
Owg Gardeau Formation-shale,, siltstone: Roricks Glen

Shale
w - Slide Mountain Formation-sandstone. shale, con.

glomerate.
z Dwrr, Beers Hill Shale; Grimes Siltstone; Dunn Hill, Mill-

port, and Moreland Shales

SONYEA GROUP
200-1000 ft. (60-300 m.;

Os In west: Cashaqua and Middlesex Shales.
In east: Rye Point Shale; Rock Stream ("Enfield")
Siltstone; Pulteney, Sawmill Creek, Johns Creek, and
Montour Shales.

GENESEE GROUP AND TULLY LIMESTONE
200-1000 ft. (60-300 m.)

Dg West River Shale; Genundewa Limestone; Penn Yan
and Geneseo Shales; all except Geneseo replaced
eastwardly by Ithaca Formation-shale. siltstone
and Sherburne Siltstone.

DOg Oneonta Formation-shale, sandstone
Dgu Unadilla Formation-shale, siltstone.
ot Tully Limestone.

LOCKPORT GROUP
80-175 ft (25-55 m.)

St Oak Orchard and Penfield Dolostones, both replaced
eastwardly by Sconondoa Formation-limestone,
dolostone

-.
GEOLOGY MAP LEGEND

REFERENCE
GEOLOGIC MAP OF NEW YORK, FINGER LAKES SHEET
OATEO: 1970, SCALE I 250,000

!V #eg ¢COCULENO AS* .eff, go #@to VA 712-n.9079



APPENDIX G

( STAB ILITY ANALYSES



CONSULTING ENGINEERS. INC.0

By Subject ,nr~~ 1%f he o ..~..of..Z.
Chkd 8tDat.. 0,;" /- a Proj. No. 97,?

0.5cm. X 0.5cm.

be- ,'/;7 41Ie

fTh

d,*,),els, kl- 0 Cr 05 -s S CC-7

Fvq_______ I
j C

kl,'11 17 -- AI

E. r~ e S --

PAG l OF 7



DEPPOLOANIA (
CONSULTING ENGINEERS, INC.

By - .". te../,. Subject Zy rQ Ab I D ,I Sheet No. L of ___

B ~k 7h, C.c o ';>' Proj. No.-
0.5cm. X 0.5cm.

,5 / - Zo , , ~ . .. . i

-- 4.

I ,A '

\ , . "- . _

7I - -A /

716 D.z

_ _ _? -

l = 7 o 6o -

PAGE G2 OF 7



DAiLPPOLAONIA
CONSULTING ENGINEERS, INC. o l

By ' - Date8-zyl Sublect , , ,e- -Par1 Sheet No. A...of .. _.

Ckd. By HE Date2,A7/61 -1",/Iv c /c_/7__-;, _ Proj. No. 30776'

0.5cm. X 0.5cm.

I- k, AS er 0 -4x~.

= S 4 2 ' s f F C o .. - 4 '? p.- 
/ .4

t) o of e le_5. I"- '7 o b. do .c -- _( /, +, . ;, "- qI

TI I I ' '/4 /'/IO--22cc (?!23-/- ). ,..,ve; "-.

'~f~ ~ce. o pec /,d~ C "jb)D4r dy- €_ . o 2 , "> ;-

-,F° 'A; 5  -7e.. 7 co '- , -

0 - 2- 2.2 00 ID.

Z 4

= e/, - 7', c.s /C,., )A G3F

PAGE G3 OF 7



D11:VPPO1A0 l
CONSULTING ENGINEERS INC.0

By - DateZ-2 6 i'SubjeCt T~j~e ~~ Shoot No. ... of
Ch ?d. BYvAKDate4~~ ~~ '''' ~ ~ Proj. No. IT-7

0.5cm. X 0.5cm.

c,'ies Vel~c IL eL4e 5 ,&,A v

pap _ _ _ 7

zea br,, 5~7 her /r---

} .4- 4-

-~~ C,'J 4--,f 4 1

PAGE G4 OF 7



DYAPPOLAONIA
CONSULTING ENGINEERS, INC. 0

- I ~ Subject 7~r-9 rShotNo

Ch~d. - ate~d 6  Isa; O-''Proj. No. FO'77

0.5cm. X 0.5cm.

C45e Al, r,-,e, Pe,o/ ,2 1  ~..l~cc(

-- 12

7/-e

C4 a' P114 7-

h4 ' t e /f7

p~~~~~~I OAR~-i~ I~bv.~fo~'-ahr.~

,pOO+

- -L

PAGE 5 OF



r
CONSULTING ENGINEERS. INC.

By D te ' o/ Subject. / V r e r- - Sheet No. of
Chid.e , , '- / ct " " Proj. No. -

0.5cm. X 0.5cm.

- !q 0 )" - /

z- ' ' 1.

ip

5- ,4 3..7-2.- o3 2,J

t~~ii~ 625- -7'

! _Vl// t, W2 0 - 1 Z 5 - - , _ _ ,: , °  .'

el, ;4' ' / ,.STf34 , /7" -

PAGE G6 OF 7



CONSULTING ENGINEERS. INC. 0
By 4f Date L72&41 Subject Ty.)-Oni q ky Sheet No. 2 ... of7

Cd. ByADat4e-S L 5 -rL b . CC4ic#o 1 Proi. N.30

0.5cm. X 0.5cm.

#7 CY J Re -s U/1

C 'p-* T-ke CerL41Fee-)

F- - h

se- ( I -1pe -/O e- q#lZW Ulllllr ;1 -7)-

iF- o 6 F, k- 4~-ne'' 6 qq/~

PAGE G7 OF 7



APPENDIX H

( REFERENCES



APPENDIX H

REFERENCES

Broughton, J. G., D. W. Fisher, Y. W. Isachsen, and L. V. Rickard, 1966,
"Geology of New York," New York State Museum and Science Service, Edu-

cational Leaflet 20, 50 pp.

Fisher, D. W., Y. W. Isachsen, and L. V. Rickard, 1971, "Generalized
Tectonic-Metamorphic Map of New York," New York Museum and Science
Service, Map and Chart Series No. 15.

Flint, R. F., 1971, Glacial and Quaternary Geology, John Wiley and Sons,
Inc., 892 pp.

Rickard, L. V. and D. W. Fisher, 1970, "Geologic Map of New York, Finger
Lakes Sheet," New York State Museum and Science Service, Map and Chart

Series No. 15.

Thornburg, W. D., 1965, Regional Geomorphology of the United States, John
Wiley & Sons, Inc., 609 pp.

U.S. Army Corps of Engineers, 1956, Hydrometeorological Report No. 33.

U.S. Department of Commerce, 1965, Weather Bureau Hydrometeorological
Report No. 40.

U.S. Department of the Interior, Bureau of Reclamation, 1974, Design of
Small Dams.

Wright, H. E., Jr. and D. G. Frey, 1965, The Quaternary of the United
States, Princeton University Press, 922 pp.



I


